RFI

(REQUEST FOR INFORMATION)

PROJECT NO.: N/A RFI NO.: 1
: i E :
PROJECT NAME: | 5B3 Electrical Rework DATE REQUESTED 06/13/13
SOLICITATION NO.: VA261-13-R-1174 REFERENCE:
DRAWING: None SPECIFICATION 26 00 00 -
SECTION:

DESCRIPTION OF PROBLEM OR INFORMATION BEING REQUESTED

Are there any reference drawings available?

PROJECT MANAGER’S RESPONSE

No.

TRACKING NO.: AMENDMENT NO.:
A00001

VA PROJECT ENGINEER/MANAGER: DATE:

Ralph Lappin 14 JUNE 2013




RFI
(REQUEST FOR INFORMATION)

PROJECT NO.: N/A RFI NO.: 1
PROJECT NAME: | 5B3 Electrical R k DATE REQUESTED:
ectrical Rewor Q 06/13/13
SOLICITATION NO.: VA261-13-R-1174 REFERENCE:
DRAWING: None SPECIFICATION 26 00 00
SECTION:

DESCRIPTION OF PROBLEM OR INFORMATION BEING REQUESTED

Is there any load verification require by the contractor?

PROJECT MANAGER’S RESPONSE

No

TRACKING NO.: AMENDMENT NO.:
A00001

VA PROJECT ENGINEER/MANAGER: DATE:

Ralph Lappin 14 JUNE 2013




RFI
(REQUEST FOR INFORMATION)

PROJECT NO.: N/A RFI NO.: 1
PROJECT NAME: | 5B3 El ical R k D :
3 Electrical Rewor ATE REQUESTED 06/13/13
SOLICITATION NO.: VA261-13-R-1174 REFERENCE:
DRAWING: None SPECIFICATION 26 00 00
SECTION:

DESCRIPTION OF PROBLEM OR INFORMATION BEING REQUESTED

What is the electrical load in Distribution Panel L-2?

PROJECT MANAGER’S RESPONSE

Unknown. Load test in process.

TRACKING NO.: AMENDMENT NO.:
A00001

VA PROJECT ENGINEER/MANAGER: DATE:

Ralph Lappin 14 June 2013




KFI
(REQUEST FOR INFORMATION)

PROJECT NO.: N/A RFI NO.: 1
E : B ical R ATE R D:
PROJECT NAME: | 5B3 Electrical Rework DATE REQUESTE 06/13/13
SOLICITATION NO.: VA261-13-R-1174 REFERENCE:
DRAWING: None SPECIFICATION 26 00 00
SECTION:

DESCRIPTION OF PROBLEM OR INFORMATION BEING REQUESTED

What are the loads in the Panel being replaced?

PROJECT MANAGER’S RESPONSE

Six (6) office outlets.

TRACKING NO.: AMENDMENT NO.:
A00001

VA PROJECT ENGINEER/MANAGER: DATE:

Ralph Lappin 14 JUNE 2013




